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 
Abstract-- A portable injection unit for Active Impedance 
Estimation (AIE) is built and tested in a DC zonal marine power 
distribution system to provide useful information for system 
protection and restoration. The portable unit generates current 
³VSLNHV´DQGLQMHFWs them into the system once short circuit faults 
are detected (by measuring the system voltage drop). The faulted 
system impedance can be estimated by AIE and comparing the 
estimated impedance with the pre-calibrated value, the fault 
location can be determined. The proposed method does not rely 
on system fault transient information or communication from the 
remote-end measurement and offers fast and accurate fault 
location in DC marine distribution systems. The proposed 
method has been tested and validated on a 750V, 2 MW twin bus 
DC Commercial Test Facility with the system both de-energised 
and energised. 
 
Index Terms-- fault location, marine distribution system, 
injections, active impedance estimation 
I.  INTRODUCTION 
he development of integrated electrical propulsion, the 
increase in high energy electrical loads and the 
widespread use of electronics are placing a heavy demand on 
the quality and survivability of modern marine power systems. 
Zonal distribution architectures can potentially be employed 
with a higher degree of power quality and a superior capability 
for fault ride-through than is presently available[1]-[4]. 
Reliable electricity power supply is guaranteed using 
sophisticated protection schemes that can detect and isolate 
the faulted sections within a prescribed short period of time.  
     DC power distribution systems offer advantages over AC 
systems including: less conversion stages and higher 
efficiency; simple interface for energy storage devices and 
paralleling connected generators; smaller size and weight of 
the cables and other distribution equipment and improved 
flexibility [11]-[13]. As a stand-alone distribution power 
system, the conventional over-current [5]-[7] and current 
differential [8]-[9] protection schemes are employed in the 
marine power system as a primary protection. However, when 
the over-current relay is utilized in such a small distribution 
system with very short cables (sometimes metal bars), it is 
difficult to adjust the covering areas without sacrificing the 
fault detection time. Faults occurring near the generators often 
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leads to longer detection time [7]. Differential relay normally 
provides fast operations for internal faults and does not have 
to coordinate with neighbor relay settings. Communication is 
required within the differential protection scheme and this 
causes a potential problem to the system when communication 
fails. In modern DC marine distribution systems, low voltage 
buses are supplied from AC generators and controlled 
rectifiers. If the load current continuously exceeds the steady 
current limit, or exceeds the particular transient current limit 
level, the output voltage control can quickly change to a 
current control (or a overall power control) and reduces the 
output current to an accepted level, so that fault interruption 
problems associated with DC breakers can be reduced. One 
IRUPRI WKLVFRQWURO LVFDOOHG³IROG-EDFN´ [10] and this brings 
more challenges to the traditional unit protection schemes that 
rely on the detection of the abnormal behavior of the system 
current.  
     Fault location methods which can provide the exact fault 
distance between the measurement units and the fault points 
have been considered as a primary/backup protection in power 
systems[14]-[22]. In marine power systems which have no 
exposed distribution cables it is difficult to remove or restore 
the faulted line sections without accurately knowing the fault 
position. Generally fault location schemes can be classified 
into two categories: based on impedance estimation [14]-[20] and 
based on traveling waves [21][22]. Fault location schemes 
based on system impedance estimation have been developed 
for many years. In [14] and [15], Takagi proposed the single-
ended technique based on measured pre-fault and post fault 
information which does not require a communication channel 
but the fault location accuracy may be affected by the 
assumption that the system has lossless transmission lines. 
Double-ended schemes as described in [16], [17] present 
simple and robust fault location methods but a GPS based 
synchronization is required to produce accurate fault location 
results. In [18]-[20] fault location methods were investigated 
based on a system distributed parameter model which 
provided a higher accuracy compared with traditional 
impedance models (ignoring the shunt capacitance). However, 
the iteration calculation may bring more errors to the result 
considering the system noise and distortion and moreover a 
system with a non-linear load may not be suitable for this 
method. All the discussed impedance fault location methods 
utilize steady state calculations at the system frequency 
(50Hz/60Hz). The cable or bus bar impedance of the ship 
power system at low frequency is too small for fault 
classification. Traveling wave method has been developed in 
the distribution level [21]-[22] which has been proved to be 
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able to offer fast and accurate fault location on transmission 
lines. This method, however, requires high performance data 
acquisition units and for accurate fault location in a 
distribution system, with cable lengths of a few metres, 
requires transducer bandwidth and sampling frequency of over 
1GHz [32]. 
     Fault location methods based on injections are usually 
employed for phase to ground faults in compensated or un-
grounded distribution systems [28]-[31]. Transients and/or 
sinusoidal injection was performed through extra voltage 
transformers [28][29] or by the short-circuit of the 
compensation coil[30][31]. By tracing the injected signal, the 
faulted line is detected. However, these methods require multi-
point measurements for the signal tracking and can only 
distinguish the faulted line of a radial network but not the 
exact fault distance due to the line shunted capacitive current. 
The system has to be modified for this kind of injection and 
this will limit its application. 
     This paper introduces a portable fault location unit based 
on high frequency Active Impedance Estimation (AIE) and 
can be used in the modern marine power distribution system.  
7ULDQJXODU FXUUHQW ³VSLNHV´ DUH LQMHFWHG LQWR WKH V\VWHPRQFH
the system voltage drop, caused by short circuit faults, is 
detected. The estimated high frequency impedance value is 
then compared with the pre-calibrated system impedance 
value to locate the fault positions. This fault position 
information can be used in the backup protection scheme and 
also brings convenience for fault isolation and system 
restoration.  
     The paper is organized as follows.  An overview of the 
algorithm is given in section II. The signal processing methods 
are described in section III. The portable unit and 
experimental set up are described in section IV and the testing 
results (both de-energised and energised) from the 
experimental system are presented in section V. Finally the 
conclusions are given in section VI. 
II.  ALGORITHM OVERVIEW 
Different from the conventional distribution power system 
faults (more than 80% faults are phase to earth faults and a 
large amount of them are temporary faults), most of the short 
circuit faults in the Marine Power Systems (MPS) are phase to 
phase and phase to earth permanent faults with a small fault 
resistance (comparable to the cable impedance) caused by 
insulation failure. Once a fault is detected, the injection unit is 
controlled to produce a triangular current transient into the 
system. A simplified diagram of the injection unit is given in 
Fig. 1. Since most of the short circuit faults within the MPS 
have very low fault impedances, the measured system 
impedance from the injection point is dominated by the fault 
loop impedance (the bus bar or cable impedance from the 
injection point to the fault point) characteristics.  Injecting 
positions are selected to primarily provide protection to the 
system generators and important loads. For stand-alone 
injections (as discussed in this paper), the injection units are 
installed close to system generators to guarantee the safety of 
the voltage supply.  For injectors embedded in converters, the 
injection points can be at the both the supply and the load 
converters. 
The injection is performed by a controlled grid connected 
bridge circuit with a DC link capacitor through a coupling 
inductor as shown in Fig 1.a. The ideal injection voltage (VInj) 
and the resultant injection current (IInj) through the coupling 
inductor are shown in Fig.1b. A step voltage waveform is 
created by controlling the operation of the two IGBT switches 
and is applied to the coupling inductor resulting in a triangular 
current. This current is then injected into the system through 
the Point of Common Coupling (PCC). 
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Fig. 1 Injection unit and its injection voltage and current, a)Simplified  
injection unit diagram , b)injection waveforms 
The voltage and current are recorded and processed by a 
digital signal processor with the following procedure: 
Blackman [23] windowing; Zero padding; Fast Fourier 
Transform (FFT); Impedance calculation (Z=FFT(V)/FFT(I)) 
and curve fitting. 
The estimated impedance results are compared with the de-
energised calibration results to indentify the fault locations. 
The algorithm for fault distance estimation can be presented in 
5 steps: 1) The measured voltage and current are Blackman 
windowed using (1), to remove the influence of edges at the 
start and end of the recorded data.  This will create a smooth 
curve, and this data is then processed with an FFT.  
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     In (1), N is the length of the Blackman window. The edge 
of recorded data (for a rectangular window) will cause 
waveform distortion if the data is directly transformed to 
frequency domain. The Blackman window which smoothes 
the recorded data edges to zero will eliminate this effect and 
also provide a good condition for data zero padding; 2) Zero 
SDGGLQJGRHVQ¶W DGG DQ\ LQIRUPDWLRQ WR WKHRULJLQDO GDWD EXW
increase the length of the data with zeros. This provides a 
better frequency resolution and will improve the fault distance 
estimation accuracy accompanied with the curve fitting 
process; 3) The padded voltage and current data is transformed 
into the frequency domain by the Fourier Transform: 
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where n is the sample index, k is the frequency index and t' is 
the sample period. This can be made more efficient by using 
the FFT where only the frequency steps of tL '/ are taken (k 
is an integer) and it is assumed that the signal is infinitely 
repeating or has finite extent [24]-[25]; 4) The system 
impedance is calculated in the frequency domain using (3) and 
the reactance part (dominant part) is used for fault distance 
calculation.  
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      5) Due to steady state distortion in the system and the 
presence of background measurement noise, the estimated 
reactance waveform in the frequency domain has some 
oscillation. A least square curve fitting which provides a fitted 
straight line to given points in frequency domain is applied to 
the impedance results for a better accuracy [26]. In order to 
utilize a linear least squares curve fitting to a n points sampled 
data, the vertical offset R2 of n points is defined as: 
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where x is the frequency information and y is the 
corresponding reactance value. Assuming the fitted line is 
y=a+bx. In order to minimize the deviations: 
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Solving the (5) and (6), a and b can be calculated using (7) 
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Then the estimated line reactance results (from the fitted 
line) are compared with the pre-calibrated values to calculate 
the fault distance. The fault distance information can then be 
used to inform the protection algorithms. 
III.       SIGNAL PROCESSING 
      Online high frequency impedance estimation has to deal 
with not only the system high frequency noise and distortion 
EXW PRUH LPSRUWDQWO\ WKH ³edge effect´ RI WKH FDSWXUHG GDWD
segments when a rectangular window is applied. Once the 
injection has taken place after a fault is detected, the captured 
injected voltage and current data segment includes both the 
steady state and the injection transient waveform. Directly 
applying FFT to this finite data, the results will be influenced 
E\ WKHIUHTXHQF\ OHDNDJHDQG WKH³HGJHeIIHFW´ 7KLVFDQEH
demonstrated by applying a step current (from 0A to 1A) 
injection to an energised RLC circuit as shown in Fig.2 and 
the measured current (Imeasured) and voltage (Vmeasured) at the 
Point of Measurement (POM). 
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Fig. 2 Test circuit for impedance measurement techniques: R1 
L1=1.15mH, R2 &1=100µF and Vs=10V (peak). 
        The measured injection transients are shown in Fig.3. 
The 40ms (two cycles) data include both steady state and the 
injected transient information (The measured voltage 
waveform contains both the steady state voltage (Vs) and the 
transient response caused by the step current injection). 
 
Fig.3 Measured current and voltage waveforms 
      The measured voltage and current data are then 
transformed into the frequency domain for the system 
impedance calculation. As a comparison, the Continuous 
Wavelet Transform (CWT) is used as well as FFT for the 
impedance estimation. The CWT is known as a more effective 
data processing tool than the FFT when dealing with non-
periodic signals due to the fact that it uses a special series of 
non-sinusoidal wavelets. The selected mother wavelets act as 
band pass filters and offer a smooth curve in frequency. A 
Morlet wavelet[27] is chosen and described by (8):  
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where the bandwidth frequency  fb is 10Hz and the centre 
frequency  fc is 2Hz to emphasize the accuracy of the results in 
the high frequency range. 
Directly applying the FFT and the CWT to the data shown 
in Fig.3 ERWK PHWKRGV VXIIHU IURP WKH ³HGJH LQIOXHQFH´
However, the CWT produces much better accuracy in the high 
frequency range (Fig.4.c and Fig.4.d) where the FFT gives 
large errors as shown in Fig.4.a and Fig.4.b. Since the CWT 
provides frequency results that refer to the data time domain 
information, in a time-frequency map (CWT results) as shown 
in Fig.5, it is clear WKDW WKH ³HGJHV´ RI WKH GDWD VHJPHQW
contains high frequency information which is comparable to 
the injection transient in the frequency domain.  
The three-dimensional plot (CWT results) of the step 
current waveform which consists of time, frequency and 
energy coefficient (abs value of the CWT) is shown in Fig.5. It 
is clear that the edge (at 0.04s in time) generates energy in the 
frequency domain as well as the step transient (at 0.02s).  The 
CWT can distinguish the frequency energy information from 
different time scale in higher frequency range (above 1kHz in 
this case). However, FFT sums and averages all the same 
frequency information through out the time domain.  A time 
domain Blackman window can smoothly reduce the edges of 
the data segment to zero and greatly increase the accuracy of 
the FFT when dealing with transients that are captured in an 
energised system. 
The CWT offers relative smooth but not necessarily very 
accurate results in the frequency in a noisy system due to its 
filter function of the mother wavelet. It is not suitable to use 
further curve fitting if the waveform has oscillation (caused by 
noise or system distortions) in the frequency domain. One of 
main reasons for the CWT being frequently used dealing with 
high frequency transients rather than FFT, is that it has 
Imeasured
Vmeasured
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selectable mother wavelets that can act as filter and reduce the 
influence of data ³edges´. However, this filtering function is 
not as good as adding a time domain window and this is 
especial true for a relative lower frequency impedance 
calculation. 
 
Fig.4 Estimated impedance results in the frequency domain 
a) amplitude results from FFT b)phase results from FFT c)amplitude 
results from CWT d)phase results from CWT 
 
 
Fig.5 3D plot of the step current after processed with the CWT  
       For practical reasons, FFT is much more suitable for 
online fault location using a DSP processor as they often 
contain features specifically for FFT processing; and the FFT 
data processing time is much shorter than CWT for dealing 
with the same amount of data. The Blackman windowed FFT 
is therefore adopted in this paper. 
IV.  EXPERIMENTAL SETUP 
      The portable injection unit was build and tested at the 
University of Nottingham. It was then used as a fault location 
unit and tested on a 2MW Commercial Test Facility (CTF).     
A.  Portable injection unit 
     As shown in Fig.6, the portable injection unit consists of a 
DSP/FPGA board, an isolation transformer, a variac, a diode 
rectifier, DC link capacitors, an IGBT H bridge, transducers, 
connectors and cables.  
     The injection unit is fed from a single phase 230V AC 
supply utility through an isolation transformer. The variac and 
diode rectifier are used to provide DC voltage up to1200V to 
charge the DC link which employs WZR ȝ) FDSDFLWRUV
(600V DC rated) in a series connection. For energised test, the 
highest test voltage for the system is 750V DC and the DC 
link voltage has to be higher than that to prevent the system 
current flowing back to the injection unit through the 
paralleled diodes in the IGBT H bridge. Note that in future 
versions the bus interface H bridge power converter using a 
boost mode of control could charge the DC link instead. 
 
230V
Main
Isolation 
transformer Variac
Rectifier H Bridge Contactors
DC
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DSP
FPGA
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Ethernet 
converter
Isolated 
Ethernet 
converter
Optic fibreLaptop
Coupling 
inductor
Gate drive
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Transducer 
board
±15V DC
±5V DC
Main
Isolation
Transformer
Fig.6 Schematic diagram of the portable injection unit 
    The H bridge output voltage feeds through a 4.8mH (40 A 
rated) inductor to generate the desired triangular injection 
current.  The contactors are controlled to be switched on 
during the test and switched off when the injection is finished. 
Voltage and current transducers are located in the contactor 
circuit to measure the injection current and the system voltage 
response. The power supply for the transducers has an input of 
115V and two outputs of +15V/2.4A and -15V/1.5A.   This 
power supply is supplied by an isolated transformer.  Digital 
Signal Processing (DSP) used in the injection system is the 
Texas instrument TMS320c6713. It is programmed with the 
fault location algorithm and the control algorithm for the H 
bridge. The field-programmable gate array (FPGA) acts a 
signal I/O for the DSP. It gives a 50kHz sampling frequency 
and a 12bit resolution. This sampling frequency can provide 
results with good SNR (signal to noise ratio) in the interested 
frequency range and also is within the data processing 
limitation of the DSP 
  
The control equipment includes two laptops: one located 
close to the injection equipment (host) and one used remotely 
from it, by the operator, in a safe position. The communication 
between the host laptop and the remote laptop is realized using 
isolated Ethernet converters. The host laptop is located outside 
of the room where the testing equipment is running. 
B.  Commercial test facility 
The DC test facility has two buses: the port bus and the 
starboard bus and these two buses can be connected with a bus 
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connector and circuit breakers as shown in Fig.7. DC voltages 
of both buses are converted from different AC sources. The 
port bus is fed from a 0.5MW main and the transformer output 
voltage is 440V/50Hz. The starboard bus is supplied by a 
1.5MW diesel generator and the transformer second side 
voltage is 440V/60Hz. Both AC voltages are converted to DC 
by rectifiers with foldback control loops and then the DC 
(750V rated) voltage is fed to the main distribution circuit 
using a LC low pass filter. The configuration of the two buses 
is identical. Each bus contains 7 circuit breakers and can be 
classified into three zones. 
PB1-1
PB2-1
PB1-2
PB1-3
PB1-4
PB3-1 PB2-2
SB1-1
SB2-1
SB1-3
SB1-4
SB3-1
SB1-2
SB2-2
AIE1
AIE2
F1 F3
F2 F4
F6
F5
Bus connector
 
Fig.7 The configuration of Buses of the commercial testing facility 
 
       As shown in Fig.7, the first zone of the port bus has four 
breakers: PB1-1(supply breaker), PB1-2(bus connection 
breaker), PB1-3(load breaker) and PB1-4(bus tie breaker). The 
zone two has 2 load breakers (PB2-1, PB2-2) and zone three 
has one load breakers (PB3-1). PB1-2 and PB1-4 are closed 
during healthy operation and can be selected open according 
to different fault locations to guarantee only the faulted section 
is isolated and the rest of the system is not influenced. Each 
bus has four load breakers which are used to connected 
selectable loads to the bus. Common loads are directly 
connected to PB2-1 through converters with long cables 
(160mm2-200mm2). Once a fault is detected on either of the 
buses, the important loads are disconnected from both buses 
and an energy storage system is then used to supply these 
loads for a short period. These loads are re-connected to the 
healthy bus when faulted section has been isolated and the bus 
voltage returns to the rated value. For the tests on a de-
energised system, six different fault locations have been 
selected: at the bus connection breakers (F1 and F2), at the 
interface of breakers (F3 and F4) and at the end of the long 
FDEOHV ) DQG ) 7KH ³IDXOWV´ DUH FUHDWHG XVLQJ D VKRUW
copper bar with negligible fault impedance. Two injection 
points are selected (close to the supply breakers) to provide 
comparable test scenarios.  
V.  RESULTS OF THE TESTS 
      The aim of the tests undertaken at the CTF site was to 
demonstrate that portable Active Impedance Estimation (AIE) 
based unit could be used estimate fault location within an 
experimental system containing equipment which will be 
found in future DC marine power systems and at realistic 
power levels. The experiment tests include both on a de-
energised system and an energised system. The de-energised 
tests give confidence that the injection method is able to 
distinguish faults in different areas of the system for variable 
system configuration and also provide reference value the 
energised tests. The energised tests validate that the proposed 
method works in an energised system and can provide system 
fault location information during a fault with a good accuracy. 
A.  Results of the de-energised tests 
       Fig.7 shows a configuration diagram for the DC test 
facility and it also shows the fault locations to be used (labeled 
F1-F6) and the two injection locations for the AIE equipment 
itself when the system is de-energised. The port and starboard 
distribution boards consist of solid copper bars and switchgear 
contained within an equipment cabinet which was closed 
throughout the tests for safety. Faults F1 and F3 are used 
specifically to determine whether fault locations can be 
determined within the port distribution board, measured either 
from the local injection AIE1 or from the remote injection 
AIE2. Similarly faults F2 and F4 are used to determine 
whether fault locations can be determined within the starboard 
distribution board measured either from locations AIE2 or 
AIE1. Fault locations F5 and F6 are imposed at the end of 
lengths of cable, some distance from the distribution boards. 
These tests should show significant differences in the 
estimated impedance.  The AIE injection waveforms for one 
particular fault seen from AIE1 are presented in Fig.8. 
     The triangular voltage and current waveforms are recorded 
with 50kHz sampling frequency/8ms window and transformed 
into frequency domain. The line impedance between the 
injection point and the fault point is estimated using the signal 
processing method described in Section III. Compared with 
the real part, the estimated reactance shows good accuracy and 
increases linearly with frequency. In the frequency range of 
interest (less than 2kHz), the system impedance (cables and 
bus bars) is dominated by reactance (as shown in Fig.8 e and f, 
the reactance is much larger than the resistance) and the 
measured resistance can be easily influenced by measurement 
noise. Only the reactance measurement is used for the 
proposed fault location method. The inductance value derived 
IURPWKHLPDJLQDU\SDUWLVȝ+. 
 
Fig.8 The estimated result from AIE1 for F5  
a)injection current b)injection voltage c)impedance phase d) impedance 
amplitude e)real part f)imaginary part 
a) b) 
c) d) 
e) f) 
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Fig.9 The estimated reactance from AIE1 for F5 under different filtering 
situations 
        The reactance result from Fig.8 is derived without 
connecting the system supply filter and the load filter. The 
influence of system filters on the reactance calculation is 
shown in Fig.9. 
       The de-energised tests were repeated for F5 with load 
filters connected and then with the supply filters connected. 
As a comparison, three reactance results are plotted together. 
The load filters which are used to remove frequencies 
associated with pulse-width modulation of power converters 
have little influence on the estimated reactance as their 
resonant frequency is outside of the frequency range 
considered for AIE. Also, due to the buffering resistance 
(about 1 WKH ORDG ILOWHU SDWK VKRZV D UHODWLYHO\ ODUJH
impedance (compared with the fault loop impedance) and little 
injection current flows through this path. Conversely, the 
filters on the supply side significantly distort the waveform in 
the frequency range between 800H to 1500Hz: they have a 
much lower resonant frequency compared to the load filters, to 
attenuate the 300Hz ripple component at the output of the 
controlled rectifier. However, even though the presence of the 
supply filters brings a large distortion to the reactance 
waveform above 800Hz, the value below 800Hz can still be 
used and gives a similar inductance results to the one without 
filters connected (errors are less than 1.2% for repeated tests).   
 
     The estimated inductance value (derived from the reactance 
results) for different fault locations (F1-F6 in Fig.7) seen from 
two separate AIEs which are connected at the supply end of 
each bus are shown in Table I and Table II.  
TABLE I 
De-energised system test results derived from AIE1 
bus inductance derived from AIE1 (µH) 
  Test1 Test2 Average Errors(%) 
F1 6.128 6.284 6.206 1.257 
F2 6.605 6.607 6.606 0.015 
F3 7.372 7.368 7.370 0.027 
F4 9.574 9.565 9.570 0.047 
F5 24.520 24.160 24.340 0.740 
F6 22.470 21.950 22.210 1.171 
 
The results are derived under the situation that all the 
filters (both supply and the load filters) are connected. All the 
results from AIE injections are compared with the ones 
derived from a commercial impedance analyser (only suitable 
for de-energised system) and the difference is small (within 
2%). 
TABLE II 
De-energised system test results derived from AIE2 
bus inductance derived from AIE2 (µH) 
  Test1 Test2 Average Errors(%) 
F1 6.460 6.684 6.672 0.180 
F2 5.983 6.121 6.052 1.140 
F3 9.562 9.548 9.555 0.968 
F4 7.351 7.210 7.281 0.073 
F5 23.270 23.970 23.620 0.968 
F6 21.660 21.980 21.820 1.482 
  For each fault location, two tests are carried out to 
demonstrate that the error of deviation is small and can be 
ignored. It is clear that for both injections the fault in different 
zones (on the buses and the cables) show a clear difference in 
the estimated inductance value. Results shown in both tables 
include the 10 mm2 cable inductance that connects the AIE to 
the injection point on the bus bar. The actual bus bar shows 
very small inductance and faults on cables (F5 and F6) give 
much larger inductance value than those on the bus bars. The 
bus bar inductance is presented in Table III using the 
difference of the two fault location results.  
TABLE III 
Bus bar inductance value derived from both side injections 
during de-energised tests 
Bus bar inductance from AIE1ȝ+ 
F3-F1 F2-F1 F4-F2 
1.184 0.400 2.964 
Bus Bar inductance from AIE2 
F4-F2 F1-F2 F3-F1 
1.229 0.420 3.083 
      The test facility¶s copper bus bars (positive and negative 
phases) are separated by a thin PVC insulator (1.5mm width). 
The practical inductance between two layer copper bus bars 
can be approximated as: 
Henries nano    /)(9.31 wdlL                (9) 
where l is the length of the conductor, d is the dielectric 
thickness and w is the conductor width in inches 
      The approximated ideal inductance value of the bus bars is 
less than 100nH for each section (zone) and the estimated 
inductance value is dominated by the circuit breakers layout as 
shown in Fig.10. 
 
Fig.10 Configuration of applied circuit breaker  
         The breaker (800A, SACE E1 model from ABB) has 8 
connectors and 4 switches, as shown in Fig.10. Four switches 
are triggered by the same signal. The bottom 4 connectors are 
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connected by two bus bars and there is one common mode and 
one differential mode current transducer on each of the buses. 
The top 4 connectors connect the input and output two phases 
of the breaker. Except for the supply breakers (whose inputs 
are connected to cables) and the load breakers (whose outputs 
are connected to cables), both input and output connectors of 
the breakers are connected with copper bus bars.  
         The distance between the two bus-bar poles (on each 
pair of connectors) is about 95mm. For each two connectors, 
the input/output bus bar is about 200mm in length. According 
to (9), this 200mm length bus bar will have an inductance of 
335nH. Each breaker has four pairs for this connection and 
this presents an inductance of 1.34µH.  The estimated 
inductance value as shown in Table III matches this ideal 
FDOFXODWLRQ)RU H[DPSOH VHHQ IURP $,( WKH UHVXOW RI ³)-
)´LQFOXGHVRQHFLUFXLWEUHDNHUDQGWKLVLVPXFKVPDOOHUWKDQ
WKH PHDVXUHPHQW RI ³)-)´ ZKLFK includes two breakers. 
Faults on bus bars in different zones of the test facility which 
are separated by circuit breakers can be easily distinguished by 
the difference in the estimated inductance value even taking 
into account the influence of the injection cable, as shown in 
Table I and Table II. 
B.  Results of the energised tests 
      The tests were carried out in an energised system where 
the faults are triggered and the on-line fault location is 
performed through remote control. Each test was made with 
the system energised at 750V and only AIE1 is performed. 
The trigger for the tests (i.e. the indication of a fault) is when 
the measured bus voltage drops below 500V.  The first 
injection takes place 50ms after this trigger. This measurement 
is made whilst the bus voltage is changing as part of the 
³Ioldback´ process. The second injection is made 260ms after 
the trigger and occurs when the bus voltage is close to zero 
and the supply current is controlled to a small value (about 
10A). When the injection is made when the bus voltage is 
close to zero (with a 260ms delay), the estimated results from 
AIE on an energised system are very similar to the results 
derived from the de-energised tests. However, when the 
injection is made during the bus voltage transient, as shown in 
Fig.11, there is distortion in the low frequency response. By 
restricting the frequency range used for AIE estimation to 
between 400Hz and 800Hz the reactance value can still be 
calculated consistently as shown in Table IV. 
      Fig.11 shows the typical energised test results for F5 seen 
from AIE1. As expected, the measured voltage waveform 
FRQWDLQVRVFLOODWLRQFDXVHGE\ WKH ³IROGEDFN´FRQWURODQG WKH
injection response. Compared with the injection transient the 
foldback distortion is small and most of the high frequency 
error (above 800Hz) in the estimated reactance is generated by 
the supply filters as discuss before. The low frequency 
abnormal behavior of the estimated impedance waveform is 
caused by the Blackman windowing. Both the real and the 
imaginary parts of the impedance are incorrect within the low 
frequency range (below 400 Hz). 
The resistance part which has a small actual value is more 
vulnerable to the windowing influence and shows a much 
larger error in Fig.11. 
 
Fig.11Estimated impedance from the first injection for a fault at F5 with the 
system energized 
a)injection current b)injection voltage c)impedance phase d) impedance 
amplitude e)real part f)imaginary part 
      During the energised tests, the supply filters of the test 
facility are connected, and the high frequency (above 800Hz) 
attenuation is mainly due to the effects of these filters. The 
ripple within the high frequency range was caused by the 
distortion of the voltage waveforms (Fig.11 b) which were 
produced during the ³IROGEDFN´ FRQWURl. Although the 
waveforms are more distorted compared with the results from 
de-energised tests (Fig.8), a relatively good results can still be 
derived by selecting the suitable frequency range (400Hz to 
800Hz). For energised tests, only three fault locations are 
selected and compared with the de-energiesd results, the errors 
as shown in Table IV are acceptable. 
TABLE IV 
Inductance measured from AIE1 during the energised test 
inductance derived from AIE1 (µH) 
  
Test1 
(50ms) 
Test2 
(260ms) 
De-
energised 
Errors of 
Test1(%) 
Errors of 
Test2(%) 
F4 9.80 9.76 9.57 2.40 1.99 
F5 23.74 24.77 24.34 2.46 1.76 
F6 21.63 22.61 22.21 2.62 1.80 
Once faults occur and the system voltage drop is detected, 
the system ³Ioldback´ control starts and the fault current is 
controlled to a very low value (10A) within 300ms. This 
brings a great challenge to the over-current and differential 
protections. However, as shown in the Table IV, the AIE fault 
location method offers good accuracy (less than 3% error 
compared with the calibrated value) within a short period of 
time (50ms/260 after fault occurs). The injection which takes 
place during the fault transient (50ms) gives a slightly larger 
error than the results of Test 2 which starts when the ³Ioldback´ 
effectively controls the system voltage to a value close to zero. 
The injection time can be selected according to requirement of 
the system fault location speed and accuracy when employed 
to a marine power distribution system. 
a) b) 
c) d) 
e) f) 
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VI.  CONCLUSIONS 
      A fault location scheme based on active impedance 
estimation and can be utilized in a modern DC marine power 
distribution system is proposed. The method can be 
implemented with a portable injection unit that consists of 
simple power electronic components which are able to 
produce a short period (less than 1ms) and low current (less 
than 20A) injection into the system. Tests on both a de-
energised and energised system have been carried out on a 
750V, 2 MW twin bus DC commercial test facility. The 
results show that the proposed fault location method offers 
good accuracy regardless of the influence of the system filters 
and the fault current limiting control. Although the 
demonstrator bus bars have a low inductance value AIE is able 
to distinguish faults in different zones of the buses when the 
inductance of the circuit breaker and its complicated path is 
included in the assessment. Compared with AC system 
injection methods which require a system modification such as 
adding an extra voltage transformer or a short-circuit of the 
compensated earth, the proposed ³portable´ injection method 
can be directly connected to the system and/or embedded in 
the design of a shunt active filter without requiring any 
physical reconfiguration of the system. This real-time, fast and 
accurate fault location method can provide useful information 
for protection and system restoration. It can help with the 
correct operation of over-current protection which depends on 
measurement of the faulted current in the modern marine 
SRZHUV\VWHPZKHUHIDXOWFXUUHQWLVOLPLWHGE\WKH³IROGEDFN´
control. 
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